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 Subject:  Control Circuit Breaker Operation 
 
The magnetic circuit breaker that protects the control transformer will not 
function as a switch.  If power is applied and the breaker is actuated to the 
closed position, it will immediately trip. 
 
In the event this breaker is tripped, the following procedure may be utilized 
as corrective action: 
 

1. Turn off the primary power disconnect. 
2. Reset the breaker to the closed position. 
3. Turn the primary power back on. 

 
This procedure should be repeated any time the control breaker is tripped. 
 
The breaker is installed as a protective device and is not intended as a 
switch. 
 
 


